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AMENDMENT #2

QUESTION:
work and
the SOW.

e Dwg

The mechanical drawings provided involves much more
DOES NOT address any of the requirements laid out in
Please advise on the following not covered by the SOW:

# 329-HO1l, HO2 - Mechanical Schedule- Not in SOW

2 Air Handling Units, 4 Hot Water Pumps, Air cooled Chiller
unit, Heat Exchanger, 12 Exhaust Fans, 2 Chemical Pot Feeders, 2
Expansion Tanks, 12 VAV Boxes, Roof Mounted Make up Air Unit, 2
Door Curtains, Air separator, 9 CV Boxes.

e Dwg # 329-HO3, HO4, HO5, - Mechanical Demolition - Not in
SOW

e Dwg # 329-HO6 - New Mechanical Floor Plan - Not in the SOW

e Dwg # 329-HO7 - HW Piping - Not in SOW

e Dwg # 329-HO8 - New Steam Piping - NOT in SOW

e Dwg # 329-HO9 - New Roof Plan - NOT in SOW

e Dwg
and

e Dwg

# 329-H10, H11l - EMS Controls are for Air Handling Unit
Chill Water - Not in SOW

# 329-H12 - Exhaust Hood for Oven and Griddle, NOT

DISHWASHER. Air Handler not in SOW.

e Dwg

# 329-H13, H14, H15, H16 - - Mechanical Details - Chill

Water piping, Pumps, VAV’'’s, Air Handlers - NOT in SOW.

ANSWER:
facility

The drawings are for information about the existing
only, these drawings are from a previous project and

the notes and changes in the drawings do not reflect what is
listed in the SOW. The drawing was provided for general
information about the mechanical layout.



